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NOTES FOR DESIGNER:
(DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)
1. SEE SHEET 2.
2. APPLICATION:
A. BUILDING SERVICE TO 25 GPM AND HVAC
MAKE-UP WATER SYSTEMS.
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C - i x A = C
[SEE NOTE 2B]
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BYPASS, SAME SIZE AS PRV
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U SCALE: NONE
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(MAXIMUM) "CLA-VAL" NO. 990

25 GPM 1"

65 GPM 11/2"

95 GPM 2"

NOTE: DO NOT INCLUDE TABLE ON CONSTRUCTION DRAWINGS.
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SERTED INTO A DRAWING PACK-

AGE).
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